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1. DROP CONNECTIONS SHALL BE REQUIRED WHENEVER AN
INFLUENT SEWER IS LOCATED TWO (2) FEET OR MORE ABOVE SECTION A A
THE MAIN INVERT CHANNEL.

2. A FLOW CHANNEL SHALL BE CONSTRUCTED INSIDE MANHOLE
TO DIRECT INFLUENT INTO FLOW STREAM.
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